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EAST WALL REWORKING
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LOUVER SIZE AND INFILL
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INVITATION FOR BIDS 
 

LABOR ONLY 
  

INSTALLATION OF CITY SUPPLIED BACKUP GENERATOR 
AND 

RELATED ELECTRICAL EQUIPMENT 
  

ADDENDUM # 1    May 21, 2014 
Project Description:   Clark Cove Dike Pump Station Generator Installation Electrical 

Improvements 

Project Location:       Clark Cove Dike Pump Station, 1314 Cove Road, New Bedford MA 

Contact Person:       David Fredette, City Engineer, 508 979-1550 x128 

     Contact Address: 1105 Shawmut Avenue, New Bedford MA 02746 

Addendum # 1: 
To assist prospective bidders the City has issued this addendum which provides four enhanced images 
depicting the proposed work to be accomplished with respect to this project including:  

1. Support Slab & Wall Extension Conceptual (Sheet 1) [provided for information only] 
2. Generator & Fuel Tank Containers & conduit Conceptual Plan (Sheet 2) 
3. Interior Generator Electrical Distribution Conceptual Plan (Sheet 3) 
4. Typical Motor Service and Grid Connection Conceptual Plan (Sheet 4)  


